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Introduction
Due to fire hazard safety concerns, the National Electrical Code requires arc-fault protection for the dc wiring associated with solar photovoltaic (PV) systems. In order to meet the $1/watt goal of the DOE SunShot Initiative, arc fault protection must be provided within the context of $0.40/watt balance of system and $0.10/watt power electronics costs. A highly integrated arc fault detector and circuit interrupter is the best solution to address the safety needs of the industry while still allowing the lowest possible levelized cost of energy (LCOE) for both new installations and retrofit applications.
Motivation
There are several special considerations driving the development of dc arc-fault protection for PV systems 1 .
• Much of the dc wiring of a PV system is not contained within an overall enclosure. The string wiring (including the home run conductors) is typically clipped to the backside of the PV module frame and racking. Any fault in the conductors is not physically contained and therefore poses a greater risk to adjacent materials that may be flammable.
• Modern grid-interactive designs employ voltages as high as 600 V in the United States and 1000 V in other countries. High-voltage dc arcs are difficult to extinguish while energized.
• The modular nature of the string design means that there are a large number of connectors in the wiring between modules. Each connector is a separate point of failure.
• A traditional PV module has no means to disconnect the power source from the dc conductors. Even when the system is shut down, the conductors remain energized by the solar cells.
These characteristics of dc PV wiring provide a strong incentive for developing a solution that will automatically provide protection to property and personnel in the event of an arcing fault.
Fires started by faulty wiring in rooftop PV arrays have happened. The results of a welldocumented fire in Bakersfield, California, are shown in Figure 1 . In this instance the fire department responded quickly and was able to contain the damage to a relatively small area, but the destructive potential of a PV fire is clear. An arc fault in a PV array is a failure mechanism that can lead to a fire. Detecting and preventing arc faults eliminates a known hazard to the safe operation of a rooftop PV system. Passive techniques, such as improved design and construction practices, can play a role in eliminating arc faults, but a solution employing a device that actively and continuously detects and responds to arc faults will provide much greater protection.
Technical Background
There are two types of arcs possible in the dc wiring of a PV system. A series arc is the result of the failure of the intended continuity of a conductor or connector in an electrical circuit, while a parallel arc occurs due to an unintended current path between conductors 3 . The impedance of the load limits the current in a series arc, as shown schematically in Figure 2 . An arc fault is shown in the home run conductor for string A. The inverter determines the current in the string. If the inverter shuts off or the dc switch is opened, the string current will go to zero and the arc will be extinguished. On the other hand, the power source limits the current in a parallel arc. This is shown schematically in Figure 3 , where a parallel arc occurs between the positive and negative conductors of string A. The current available to the arc is the sum of the current sourced by the modules in both strings A and B. The load of the inverter actually reduces the current available to the arc. If the inverter shuts off or the dc switch opens, the current available to the arc 3 increases. To extinguish a parallel arc requires either shorting the string conductors to shunt the current away from the arc, or disconnecting each module from the string to remove the power source altogether. Arc faults have been observed or reported in the internal interconnections of PV modules, in the junction boxes on the back of PV modules, and in the conductors and connectors of the dc wiring between the modules and the inverter 4 . Forensic analysis of PV system failures that lead to fires has shown that the overwhelming majority were caused either by series arc faults or by ground faults 5 . If undetected, a ground fault can contribute to a parallel arc fault, but the best way to prevent this type of failure is to improve the detection of ground faults. Because of this, the PV industry, including the relevant code and standards committees, has focused on the detection and mitigation of series arcs in PV systems.
National Electrical Code
The industry's response was to add language to the National Electrical Code requiring series arc fault protection in rooftop PV arrays. The relevant article from the NEC is shown in Figure 4 . Particularly noteworthy items include:
• The dc circuits must be on or penetrate a building, and operate at 80 V or more. This applies to any rooftop mounted PV array, but would also apply to a ground-mounted array if, for example, the inverter were located indoors. All modern grid-interactive PV systems operate at voltages in excess of 80 V.
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• The arc fault protection must be listed. This means that a nationally recognized testing laboratory (NRTL) must test and certify the construction, operation, and performance of the device to a published standard.
• The detector must respond to a failure in the intended continuity of a conductor, i.e. a series arc.
• The response to the detection of an arc shall be such that the current in the affected circuit is interrupted.
• A visual indication must show that an arc was detected and the current in the circuit interrupted.
With the requirement that the detection and interruption means be listed, a standards document was needed to detail the testing required. This resulted in the development of UL 1699B, the governing document for PV arc fault protection 6 . The scope of UL 1699B includes dc PV arcfault circuit protection devices intended for use in solar PV electrical energy systems, as described in Article 690 of the NEC. The standard covers the construction, performance, ratings, markings, and documentation associated with an arc fault device. Other UL standards are incorporated by reference in UL 1699B, including UL 1699, the standard for arc-fault circuit interrupters, and UL 1998, the standard for software in programmable components. 
Arc-Fault Circuit Protection (Direct Current).
Photovoltaic systems with dc source circuits, dc output circuits, or both, on or penetrating a building operating at a PV system maximum system voltage of 80 volts or greater, shall be protected by a listed (dc) arc-fault circuit interrupter, PV type, or other system components listed to provide equivalent protection. The PV arc-fault protection means shall comply with the following requirements:
(1) The system shall detect and interrupt arcing faults resulting from a failure in the intended continuity of a conductor, connection, module, or other system component in the dc PV source and output circuits. (2) ￼The system shall disable or disconnect one of the following:
(a) Inverters or charge controllers connected to the fault circuit when the fault is detected (b) System components within the arcing circuit (3) The system shall require that the disabled or disconnected equipment be manually restarted. (4) The system shall have an annunciator that provides a visual indication that the circuit interrupter has operated. This indication shall not reset automatically.
This report is available at no cost from the National Renewable Energy Laboratory (NREL) at www.nrel.gov/publications.
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UL 1699B
A substantial portion of UL 1699B is devoted to the tests related to the performance of the arc fault detector and circuit interrupter. For many of the tests an arc with a known voltage and current must be created using an arc generator as shown in Figure 5 . The generator features two copper electrodes, one moveable and the other stationary. An adjustment knob allows the gap between the electrodes to be varied as necessary-a smaller gap corresponds to a lower power arc, while a larger gap is required for a higher power arc. A polycarbonate tube fits over the ends of the electrodes. During a test, a small tuft of steel wool is placed inside the tube between the electrodes. The steel wool bridges the gap and allows the arc current to start to flow. Once the arc is established, the steel wool melts away, similar in operation to a fuse element, allowing the arc to be established across the full air gap.
For a series arc fault detector, which is called a Type 1 device in UL 1699B, the test circuit places the arc generator in series with the device under test (DUT), as shown in Figure 6 . The dc power source may be either an array of PV modules or a power supply. The load may be an inverter, as shown in the figure, or simply a resistor bank, depending upon the specific test being performed. Finally, two switches are required to initiate the test. Series switch S1 prevents the arc from starting until it is closed, and can be used for tests where current does not need to be established in the circuit prior to the formation of the arc. Shunt switch S2 bypasses the arc generator when closed, allowing the circuit to operate normally until it is opened, at which point the arc will be established.
An exhaustive list of tests required by UL 1699B is not listed here, but key tests include:
• Surge -Pulses of high voltages (up to 3 kV) are applied to the input of the device, after which the device must function normally.
• Environmental -The device undergoes a sequence of temperature extremes, after which it must continue to function normally.
• Arc fault detection -An arc generator of specified design is used to create series arcs of different currents and powers. The detector is required to respond and interrupt the current within a period of time determined by the arc power.
• Unwanted trips -The device is operated with a variety of loading conditions, including a single-phase inverter, three-phase inverter, and a charge controller. An external dc disconnect switch is also operated in an on-off sequence. No false trips may be detected.
• Operation inhibition -The device must be able to detect arcs even in the presence of masking signals, including inverter switching noise, parallel strings, and different line impedances. This test requires variations of the circuit in Figure 6 ; for example, the line impedance test requires adding 200 feet of wire between the DUT and switch S1, to simulate the effects of the cable impedance of an array.
• Environmental noise -External electromagnetic interference (EMI) must not cause the device to malfunction.
• Overload -The interrupting means must not fail even when overloaded, such as by a short circuit on the PV string wiring.
• Endurance -The disconnecting means must continue to operate normally after 1000 cycles at full load current.
• Withstand -The device must be able to accept voltages outside the normal operating limits on the dc terminals.
• Corrosion -A soak of raised temperature and humidity is applied to the device, after which it must continue to function normally.
The requirements of UL 1699B, while thorough, are primarily intended to provide an assessment that the device meets a basic level of functionality and reliability. The standard does not in any way address the means by which an arc fault detector operates. Some of the tests directly require the detection of an arc, whereas others expose the detector to some stress condition, after which it must continue to operate (and therefore successfully detect an arc). For a Type 1 series arc detector, UL 1699B specifies that the time from when the arc is established until the DUT detects or interrupts the arc shall not be longer than 2 seconds, and for higher power arcs shall be no longer than
= 750 Joules •
where I is the measured arc current and V is the measured arc voltage. The DUT is tested three times at the arc conditions shown in Table 1 . In their certification process, UL distinguishes between a listed device and a recognized component. A device may be installed as a separate piece of equipment in an electrical system, while a component is incomplete in construction features or restricted in performance capabilities. Typically a component is used as part of a larger piece of equipment; for example, a detector that is a recognized component might be designed into a combiner box, which is a listed device.
Arc Fault Detection
There are two approaches to detecting an arc fault: the measured value of the dc current in a conductor, or the measured value of the ac current in a conductor. There are a variety of ways to measure the dc current, but the simplest is to add a small impedance in series with the circuit and measure the resultant voltage. This additional impedance represents a loss in the PV system, however, and is therefore undesirable. Measuring the dc current also assumes that there will be a detectable difference in the value without an arc and the value with an arc. In fact, since the current continues to flow through the arc, this may not be a good assumption, so measuring the dc current is not a promising technique for arc detection.
Measuring the ac current, on the other hand, is relatively easy. Because of the oscillatory nature of an ac current, a transformer may be used as the sensing element. This is commonly used for meters that measure the energy production from a PV system, where a toroidal device called a current transformer (CT) senses the current in a wire without requiring any electrical connection to the wire. In terms of a transformer, the primary coil is the single wire being measured, and the secondary coil is wrapped around the ferrous core of the transformer. Figure 7 shows the frequency spectrum measured on the wiring of a PV system both with and without an arc present. With no arc the ac signal is generally quite small, except for several peaks that are related to the switching of the inverter and other power electronics present in the system. With an arc present a more complex spectrum is evident, with the addition of 1/f (pink) noise 8 . A potential detection scheme, therefore, would be to look at the ac signal on the PV wiring in the 10's to 100's of kilohertz range, and set a threshold above which an arc is presumed 8 to be present. As Figure 7 shows, however, the peaks due to the switching of the power electronics in the PV system may be considerably larger in amplitude than the noise due to the arc. Furthermore, these peaks are not guaranteed to be located at a particular frequency, even for a specific piece of equipment, as it may operate at different frequencies depending upon the conditions present. Any detection scheme must handle these challenges and provide a robust means of reliably detecting arcs without creating nuisance trips due to other sources of noise in the system. There are other challenges faced by the arc detector 9 . The wiring of PV systems is designed for carrying dc currents, not high-frequency ac signals, and is not standardized in terms of length, conductor size, or surrounding environment. The arc signature may be attenuated or amplified as it passes through the system. Antenna effects and crosstalk can further exacerbate the situation. A successful detector needs to be able to handle all of these types of effects.
Objectives
The specific objective of this 18-month research effort was to develop an off-the-shelf arc-fault detector. The starting point of the project was a prototype detector that was constructed using discrete components and laboratory equipment. An intermediate objective was to build a technically viable detector using programmable components in the detector circuitry. The final objective was to build a commercially viable detector by reducing the cost of the circuitry through the use of more sophisticated programmable components and higher levels of integration.
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Milestones & Deliverables
Phase 1
The starting point of this project was a laboratory prototype of an arc fault detector. This device, while suitable for testing the functionality and performance of the detector, was not practical as a commercial product due to its size and complexity. Phase 1 of the project focused on the further development of this prototype arc fault detector into a technically viable product. Key performance metrics included functionality, reliability, and low false alarm rate. A principal area of development was to improve the detection of weak arcs while also implementing the first level of integration and cost reductions necessary to transition from the laboratory prototype to a viable product. Tasks involved included hardware and software development, integration, testing, and starting pilot production.
Prototype Arc Fault Detector
The first task in Phase 1 refined and developed the initial prototype arc fault detector technology. Milestones during this task included:
• Testing the alpha-version prototype arc fault detector for functionality and performance.
• Completing the design and layout of a new arc fault detector printed circuit board that equals the functionality and performance of the initial prototype detector.
• Building a limited number of printed circuit board assemblies of the arc fault detector.
• Designing a suitable enclosure for the printed circuit board assembly and additional components.
• Testing and demonstrating the functionality and performance of the arc fault detector.
Deliverables provided to NREL during the first task of Phase 1 included:
• A sample of the initial prototype arc fault detector, with functionality and performance meeting UL 1699B.
• Design specifications for a new arc fault detector based on the initial prototype.
• An early version of the arc fault detector printed circuit board assembly, for independent verification of its performance and functionality.
Technically Viable Arc Fault Detector
The second task in Phase 1 brought the arc fault detector to the point where it could be sold commercially. Milestones associated with this task included:
• Completing the assembly of a small number of arc fault detectors, including the necessary enclosure and other required components.
• Testing the arc fault detector for compliance to UL 1699B.
• Performing accelerated stress testing on the arc fault detector.
• Installing the arc fault detector system at sites throughout the United States for long-term field trials.
• Establishing a U.S. production line for the arc fault detector.
• Developing and implementing a quality-control system for the production and test facility.
Deliverables provided to NREL with this task included:
• A fully assembled and functional arc fault detector that met UL 1699B. This detector was certified as a UL recognized component.
• A certified and UL listed arc fault detector, i.e. a standalone product that may be installed in new or retrofit PV applications.
Phase 2
Phase 2 of the project addressed cost and size reductions of the arc fault detector by using advanced circuit elements and increased integration. Key performance metrics for the Phase 2 detector were reduced size and lower power consumption.
Prototype Gen 2 Arc Fault Detector
During the first task of Phase 2 the second-generation arc fault detector was designed and developed. Milestones associated with this task included:
• Completing an initial analysis and evaluation of the field tests from Phase 1. The results from the field tests helped inform decisions made in the design and development of the Phase 2 detector.
• Completing the design and layout of the second-generation arc fault detector.
• Completing a limited number of printed circuit board assemblies.
• Designing an enclosure for the second-generation arc fault detector.
• Testing the second-generation design for functionality and performance.
Deliverables provided to NREL during this task included:
• A UL listed device based on the UL recognized component from Phase 1.
• A report on the findings from the Phase 1 field trials.
• A functional printed circuit board assembly of the second-generation design that met UL 1699B.
Commercially Viable Arc Fault Detector
The second task in Phase 2 further refined the second-generation arc fault detector and brought it to the point where it can be commercially successful. Milestones associated with this task included:
• Completing the assembly of a limited number of second-generation arc fault detectors, including the enclosure and other required components.
• Completing compliance and certification testing to UL 1699B.
• Completing accelerated stress tests.
• Installing the second-generation design at sites throughout the United States for longterm field trials.
• Establishing a production facility in the U.S.
• Developing and implementing a quality-control system for the production and testing of the arc fault detector.
• A fully assembled and functional arc fault detector, including the enclosure, which met the requirements of UL 1699B.
• A UL recognized component arc fault detector.
6 Project Narrative
Phase 1
The starting point of the entire project was a prototype arc fault detector. The principal circuitry for this detector is shown in Figure 8 . This prototype was useful for demonstrating the proof of concept, and furthermore provided a platform for developing and testing the design, but it is too complex and requires too many components to be commercially viable or successful. Figure 9 shows one of two arc generators built (one was provided to NREL as part of the first deliverable). The construction closely follows the design prescribed by UL 1699B and illustrated schematically in Figure 5 . The copper electrode to the left is fixed, while the one to the right is adjustable by a knob not visible in the picture. A tuft of wool is present in the gap. To the back of the generator (behind the electrodes) the cover is visible. When an arc is established, there is considerable light of all frequencies present, including ultraviolet light. As a safety precaution, and to prevent the arc from inadvertently igniting nearby materials, the opaque cover was put in place during testing.
Figure 8. Prototype arc fault detector circuit
This report is available at no cost from the National Renewable Energy Laboratory (NREL) at www.nrel.gov/publications. Early in Phase 1 it was determined that a design based on a microcontroller would provide the greatest flexibility for developing a robust algorithm at the lowest cost for the finished product. A suitable component was selected and a new prototype detector built. This prototype is shown in Figure 10 . Note that programmable components were used in the initial discrete prototype, so much of the existing design could be ported to the new platform. 
Gap with tuft of steel wool
During this same time period a design that would be directly integrated into a PV combiner box was considered and briefly pursued. The plan was to leverage the power of the microcontroller to lower the cost of an arc fault detector suitable for up to 12 strings, by using one microcontroller to monitor the detection circuitry of more than a single string. In the end this approach was abandoned, as the additional complexity of the microcontroller interfaces required using a more expensive device than would otherwise be needed, raising the overall cost of the arc fault protection solution.
The final design chosen for the Phase 1 arc fault detector is shown in Figure 11 . The enclosure is a standard electronics box, which provides a watertight design without requiring custom tooling and manufacturing. Inside the enclosure there are two main pieces: to the top in the Figure is a large dc contactor that is in series with the string wiring from the PV array; to the bottom is the printed circuit board assembly that includes the current sensor, noise filter, analog detection circuitry, and the microcontroller. The device is inserted into a PV string in series and requires a connection to both the positive and negative conductors. For best detection capabilities, the device should be placed in the string wiring between the array and the inverter. The final step in Phase 1 was to certify the arc fault detector to UL 1699B. Samples of the detector were submitted to UL for testing, and then additional tests were performed at other locations with UL witnessing the procedures. A software audit was also performed by UL to ensure the compliance of the programmable components to UL 1998. The end result was that the arc fault detector was listed on November 13, 2012 as a recognized component meeting the requirements of UL 1699B 10 .
Sandia National Laboratories
Collaborative testing of the arc fault detector was done at Sandia National Laboratories in Albuquerque, New Mexico. Sandia's Distributed Energy Technology Laboratory (DETL) has available a wide variety of PV modules, inverters, and test equipment which made it relatively easy to test the arc fault detector with a wide variety of system configurations. In addition to a sequence of tests designed to verify the detector's functionality and performance, the detector was left installed in a test system at Sandia for a long-term field trial.
Arcs were generated in PV systems at Sandia using both an inverter and a resistive load bank as a load. It was found that generating an arc fault with the load bank was not challenging, but that generating an arc fault with an inverter could be difficult if the string length was not sufficient. It was concluded that the difficulty with shorter strings was due to the lower string voltage available with this configuration. The maximum voltage available to start the arc with the system in operation is the open-circuit voltage of the modules minus the operating voltage of the inverter just before the gap is introduced. Since the inverter's input storage capacitors will be charged to the operating voltage, the voltage available to the arc will be limited by this difference until the capacitors discharge sufficiently to allow a greater voltage to be available to the arc. This suggests that a system with shorter strings will be less likely to form an arc fault in actual operation.
A study of the response of the arc fault detector to both serial and parallel arcs was also done with Sandia 11 . Although the detector developed for this project is intended to work only for series arc faults, the study with Sandia looked at how this type of system would respond when presented with a parallel arc fault. Two specific parallel fault paths were explored: the crossstring fault, where the fault current flows from the wiring in one string to the wiring in a second, parallel string; and the intra-string fault, where the current flows from one conductor in a string to another conductor in the same string.
Parallel arc fault tests were completed with both a resistive load bank and an inverter. The load bank resistance was set to a value that established the same current as would flow for the same array operating at its maximum power point. Parallel arc faults to the grounded conductor, intrastring, and cross strings were generated. The noise spectrum present on the string conductors was captured using a spectrum analyzer and a fast Fourier transform (FFT) with a Hanning window created from dc to 100 kHz. The spectra are shown in Figure 12 ; the blue trace at the bottom of the chart is a baseline measurement with no arc present. The series arc spectrum (black trace) is indistinguishable from the parallel arc spectra. One conclusion which may be drawn from this test is that an arc detector, whether designed to respond to series or parallel arcs, will not be able to determine which type of arc is present based upon the noise spectrum alone. current in the load is now available to the fault. Creating a short circuit at the array is a possible solution, but would require safely shunting large amounts of energy to ground. Once shorted, the array could not be returned to normal operation without reestablishing the conditions that created the arc in the first place, so there is no simple way to service the fault. Alternatively, the array could be shut down by disconnecting each module independently, perhaps by power electronics distributed throughout the system and integrated into the module. This would eliminate all energy available to the parallel arc, assuming that the fault path is external to the module. The only place where an arc could persist would be within the wiring internal to the module, but this wiring is contained and assembled in a factory, and thus not nearly as susceptible to the conditions necessary for arc formation. The energy available within a PV module is relatively small, too, so an arc is not as likely to form.
Highly Accelerated Life Testing
Highly accelerated life testing (HALT) is performed to uncover latent defects in product design, component selection, and/or manufacturing that would not otherwise be found through conventional qualification methods. The process subjects the test product to progressively higher stress levels, incorporating thermal dwells, rapid temperature transitions, vibration, and a combination of temperature and vibration to precipitate inherent defects. Moreover, HALT stresses the product to failure in order to assess design robustness and margin above its intended operation.
The HALT sequence included the following:
• Cold thermal testing-the units were verified to operate at -50°C.
• Hot thermal testing-the units were verified to operate at +90°C.
• Rapid thermal transitions-the units were exposed to two rapid temperature cycles from -50°C to +90°C at a transition rate of 60°C per minute. The units were verified to operate during the transitions.
• Vibration step stress-the units were subjected to a vibration step test to 30 Grms and verified to continue to operate.
• Combined environment-the units were exposed to 5 rapid thermal transitions combined with vibration ranging from 6 Grms to 30 Grms. The dwell time at each extreme was 10 minutes. The units were verified to operate throughout the process.
The HALT chamber setup is shown in Figure 13 .
This report is available at no cost from the National Renewable Energy Laboratory (NREL) at www.nrel.gov/publications. The accelerated life testing was limited to only the detector printed circuit board assembly, because the large dc contactor in the complete device would not be likely to survive the severe vibration tests. Nevertheless, the testing showed several areas where the assembly of the unit could be improved, notably around the anchoring of the larger components, and these discoveries were useful in improving the design of the detector, particularly in Phase 2.
Field Tests
Field tests of the arc fault detector were established at five locations: Los Gatos, California; San Jose, California; Albuquerque, New Mexico; Golden, Colorado; and Cocoa, Florida. The New Mexico, Colorado, and Florida sites in particular were eagerly anticipated as a means to evaluate the performance of the arc fault detector in the presence of lightning. Lightning is essentially a very high-energy arc between the sky and earth, and since a PV array appears as a capacitance to ground there was concern that enough noise would couple into the array to create a nuisance trip. Florida measures among the highest flash densities of cloud-to-ground lightning in the United States, so it is an excellent location for such a test. Figure 14 shows the field test unit during installation at a residential array in Florida. The arc fault detector is the box to the left. The box on the right is a junction box associated with the string wiring. Each of the field test locations was fitted with a datalogger and a network connection so that the data regarding any detection activity could be recorded and observed remotely. After nearly a year of operation, no unexplained nuisance trip has been recorded.
Phase 2
Obtaining a UL listed device based on the UL recognized component from Phase 1 was the first deliverable of Phase 2. This required adding an enclosure suitable for standalone installation and incorporating a power supply for the detection circuitry. The design submitted to UL is shown in Figure 15 . Note that the same arc fault detector printed circuit board assembly (top left) and dc disconnect contactor (top right) are used, but a new ac power supply (blue, bottom left) and terminal blocks for interconnecting wires (bottom center) have been added. The enclosure is also new and much larger than what was used for the component from Phase 1. Not shown in this picture is a protective acrylic plate that prevents contact with the high voltage parts inside the box and the reset/test switch.
Figure 15. UL device construction detail
Because the device was built using UL recognized components, including the Phase 1 arc fault detector, the UL testing was simplified. On July 4, 2013, the device was approved as a listed device 12 .
The major design challenge for Phase 2 was to reduce the size and cost of the detector. The biggest impediment to a smaller detector was the current sensor, which must be relatively large to accommodate the string currents and conductor sizes present in PV arrays. Rather then letting this drive the size of the detector's enclosure, it was decided to move the sensor off of the printed circuit board assembly and to use a pass-through design. With this approach, the sensor does not make electrical contact with the dc conductor but couples the noise into the detector inductively. This not only allows the detector enclosure to be much smaller, but also eliminates the high voltage connection to the string wiring, improving safety easing the layout requirements of the printed circuit board. With all this in mind, a DIN rail enclosure was selected for the detector, as shown in Figure 16 . An early prototype of the pass-through current sensor is shown in Figure 17 . The red and black wires carry the primary current. One advantage of the pass-through design is that simply putting more than one wire through the sensor will protect more than one string. The secondary windings are around a ferrous core and connected to the white cable. In the final design, the entire sensor would include potting or some similar protective means. Otherwise, the workflow of Phase 2 closely followed that of Phase 1. The completed design was submitted to UL for testing to UL 1699B. All of the testing has been successfully completed, and listing of a recognized component is pending. Accelerated life tests and field trials are not complete at the time of this report.
Arc Detection Sequence
To fully appreciate the power of a dc arc from a PV array and the importance of arc fault detection requires witnessing an arc fault first hand. Given that this is impossible to convey in a written report, a sequence of images taken from a movie are included here. The setup is the laboratory arc generator. An arc is started, detected, and extinguished within a timespan of less than one second. Even this short amount of time is sufficient to gain some insight into the danger of an undetected arc fault. This report is available at no cost from the National Renewable Energy Laboratory (NREL) at www.nrel.gov/publications. This report is available at no cost from the National Renewable Energy Laboratory (NREL) at www.nrel.gov/publications.
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Future Work
To fully protect PV arrays from arc fault hazards, suitable technology must be developed to detect and mitigate arc faults of all types. The work presented here provides protection from series arcs, but the industry should press forward and develop protection from parallel arcs as well. This will likely require a more complex system, and may very well best be solved at the module level, so that the energy in the PV array can be shut off at the source and eliminate all current in the string wiring between the modules and the inverter. This will provide the best protection for the system at the lowest cost.
